Details Provided by APPIAN Consulting Engineers 10/17/2005 — 10:14:29 AM
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RSN 6" layers with mechanical tamp.
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Em stone. (see sanitary sewer line
3 trench detail 531.03 for
S gravity mains.)
[a
o
<
T
O
n
o
5 SCREW TYPE PLUG
: ROADWAY PATCH D (BRASS) MUST BE
< DETAIL PER PLANS 5" BELOW GRADE
SOLVENT
WHEN SEWER CLEAN-
OUT IS IN PAVEMENT,
INSTALL INSIDE A
LAMPSTACK
FRAME & COVER ra

1/4" SPACE BETWEEN A
RISER AND COLLAR

USE 4" 3,000 PSI CONCRETE
COLLAR WHEN LAMPSTACK
IS IN PAVEMENT.

SEE NOTE 3
VDOT NO. 57 STONE
BEDDING TO TOP OF PIPE
(SEE SHEET 2 of 2 FOR
CONTINUATION)
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PLAN VIEW
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PVC BEND (AS NEEDED)

PROVIDE TRANSITION
COUPLING AS
NECESSARY

A NSO AN lﬁmﬁh
T e N SECTION A—A
- \;‘m‘:m:m:m;\ \ \:Mﬁm:‘Mﬁu =
== === 45° IN-LINE WYE
MATERIAL TO MATCH
SEWER MAIN
Y Roet Department of Utilities Voice (703) 385-7920
5 10455 Armstrong Street CITY Of FAIRFAX FAX (703) 934-8427
& i ) Fairfax, VA 22030-3630 USE WITH THE FAIRFAX STANDARD SPECIFICATIONS ONLY www.fairfaxva.gov

TYPICAL PVC SEWER LATERAL NotToseate | 253401
CLEANOUT WITH IN-LINE WYE Py | 2T 2




